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CAST-IRON VALVE BOX
(SEE STANDARD DRAWING WD—13)

2" SQUARE OPERATING NUT WITH
1/4” THICK ROUND PLATE WELDED
TO NUT & STEM EXTENSION

 — 1/4” CLEARANCE INSIDE

STEM EXTENSION — MAKE
FROM 1" DIA. MILD STEEL OR
DOUBLE EXTRA STRONG PIPE

MAKE 2" SQUARE NUT SOCKET FROM 1/4"
STEEL PLATE, WELD TO 1" EXTENTION
STEM. DO NOT BOLT, PIN OR ATTACH
EXTENTION TO VALVE OPERATING NUT.

SET VALVE BOX ON ETHAFOAM
2" THICK (TYP)

WATER MAIN

1. MINIMUM LENGTH OF EXTENSION IS 1 FOOT.
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