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NOTE:

IF REPLACING AN EXISTING SETTER THAT DOES
NOT HAVE A CHECK VALVE, INSTALL SETTER WITH
AN ANGLE BALL VALVE ON DOWNSTREAM METER

W CONNECTION.
(D LOCKING ANGLE BALL VALVE
@ SODLER BUSHING 3"; LEE%%%%
@ 1 1/8" OD COPPER TUBE
@ TIE BAR METER SETTER
® 1 1/8" OD COPPER TUBE 1" WATER SERVICE
® ANGLE CHECK VALVE DATE: 11-2015 DWG. WD—4A
@ COMPLETELY SOLDER ALL CONNECTING

PIECES AND TIE BAR TO PIPE. APPROVED BY: DLH

DISTRICT ENGINEER
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