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NOTES:

1. GENERAL INFORMATION ONLY. REFER TO DISTRICT
STANDARDS FOR MORE DETAILED INFORMATION.

2. THE ENCLOSURES SHALL BE SPECIFIED BY THE
DISTRICT AT THE TIME OF APPROVAL OF THE LIFT

—
—
FUSE

c8(]

STATION.

(W) - ELECTRICAL MOTOR
(© - GROUNDING

@ - GENERATOR RECEPTACLE
ATS — AUTOMATIC TRANSFER SWITCH
MTS — MANUAL TRANSFER SWITCH
DISC — DISCONNECT

MCC — MOTOR CONTROL CENTER
CB — CIRCUIT BREAKER

OL - THERMAL OVERLOAD

MTS—1 PANEL A MCC
L4
QF.
[ ]
1 1
MS1 = MS2
7oL Z oL
MTS—2 TRANSFORMER
ANNANL
o T pisc \; ‘i DISC
0}0—
P ©® ®
RECEPTACLE PANEL B
480V

LDERWOOD
WATERD i&s \]YQISEI%WATER

TYPICAL LIFT STATION ONE-LINE

DATE:

11-2015 DWG. LS-8

APPROVED BY:

DLH

DISTRICT ENGINEER

NTS
]




