SINGLE FAMILY NEW
CONSTRUCTION & RETROFIT:
UPPER FLOOR PLUMBING SHALL
BE CONNECTED DOWN STREAM
OF BW VALVE PER UPC 710

CLEAN-OUT PER
STANDARD DETAI LK
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RETROFIT ONLY: UPPER FLOOR

PLUMBING MAY BE CONNECTED NOITE 1
UPSTREAM OF BW VALVE |
BACKWATER (BW) VALVE

& CLEAN OUT:
SEE DETAIL SS-8B

CLEAN-OUT PER
STANDARD DETAIL SS-2
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BACKWATER VALVE OUTSIDE BUILDING

NOTES:

1. PLUMBING INSPECTIONS INSIDE THE BUILDING ARE
THE RESPONSIBILITY OF THE COUNTY OR CITY IN
ACCORDANCE WITH THE UNIFORM PLUMBING CODE.

LDERWOOD
WATE[R) iS’cS \%'QISEIF:}WATER

PRIVATE BACKWATER VALVE
INSTALLATION TO SANITARY SEWER
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